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Plotted: Feb 24, 2004 2:27pm cdavidson

CARSON 10" ROUND VAULT
FLUSH W/ FINISH GRADE WITH LOCKING LID

—-—— SPRAY OR BUBBLER NOZZLE
QUICK COUPLER VALVE

/— FLUSH W/ FINISH GRADE NOTES
SS HOSE CLAMP (2 :
12" POP-UP HEAD @ 1.D0 NOT ALLOW VAULT TO REST ON
NOZZLE & BODY PER PLAN SCH 80 PVC NIPPLE PIPE USE EXTENSIONS AS NECESSARY.
USE BOTTOM INLET ONLY o4 SCH 80 ST. ELL & 90 DEG. ELL 2.VALVE TO BE SET PLUMB &
SCH 40 PVC NIPPLE, LENGTH AS o CENTERED IN VALVE BOX.
NECESSARY SCH 80 PVC NIPPLE, 3/4" x 12" LENGTH 3. CONTRACTOR TO PROVIDE (2) EACH
. QCV KEYS AND SWIVEL HOSE ELLS.
18" MIN. TRACE WIRE AS SPECIFIED § 4. PROVIDE SURFICIAL GRAVEL AS
PRE-MANUFACTURED SWING 3/4" BRASS TT 90 AND 3" LENGTH DRAIN ROCK.
[ JOINT AS SPECIFIED SCH 80 PVC NIPPLE
¢ — STEEL 'T' FENCE POST, 36" LENGTH
\_ SCH 40 PVC FITTINGS, TYP. SCH 40 PVC MAIN LINE
LATERAL, TYP. v
SIZE AS INDICATED ON PLAN
/"8 "\ POP-UP HEAD , TYP. /"9 "\ QUICK COUPLER VALVE

L3|L4/ NOT TO SCALE L3 |L4 / NOT TO SCALE

AUTOMATIC CONTROL VALVE @ ANCHOR

ENVIRONMENTAL, L.L.C.

E%%ST SSITDEET/TC%PERATED SCH 80 PVC UNION, TYPICAL Seatio, WA_ 85101 (208)267:9130
PVC BALL VALVE,
/ SAME SIZE AS CONTROL VALVE CITY OF BELLINGHAM
f——  — OFFICE OF NEIGHBORHOODS
* | c/EAR \L & COMMUNITY DEVELOPMENT
i VAULT FLUSH W/ FINISH GRADE NOTES:

18" MIN.
1. DO NOT ALLOW VAULT TO REST ON PIPE.

N HOLLY STREET
' —=— CARSON STANDARD VALVE BOX 2.ALL PIPES WITHIN VAULT TO BE SCH 80 PVC LANDFILL/ WHATCOM
VAULT TO EXTEND MIN. 6" BELOW NIPPLES, SAME SIZE AS CONTROL VALVE. CREEK ESTUARY
VALVE. USE EXTENSIONS
AS NECESSARY. 3.ALL BOLT COVERS TO BE LOCKING TYPE, RESTORATION

LENGTH AS REQUIRED
SCH 40 LATERAL LINE
T S0 80PV ST BUSHING IRRIGATION DETAILS

) BOLT INSTALLED.
SCH 80 PVC x
AN ST BUSHING SCH 80 PVC NIPPLE, TYP.

DESIGNED _PCH

\t SCH 40 PVC TEE

SCH 40 PVC MAIN LINE
DRAWN _CVD
CHECKED _CRP, GEG, EJB

/ 10"\ CONTROL VALVE cone  ASNOTED
NOT TO SCALE REGISTERED.
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